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Software solutions for a complex environment

1 INTRODUCTIO N

CEMForm is a PC based program, designed to operate under all practically all Windows
operating systems. Operation is performed by using simple mouse instructions.

CEMFormforms part of an Envirosoft Ltd suite of environmental programs .
Envirosoft Ltd environmental programs are:

CEMForm

Typical data analysis (normalization and averaging) to provide real time
and historical data analysis. Also acts as the interface to other data export
programs to provide outputs from processed data.

CEMPort

Specialist program to summerise emissions data into a format for
submission to the authorities or for internal housekeeping or analysis.

CEMQual
Specialist program to analyse and report drift and validity of analyser

calibration, based entirely upon the European standard EN14181. MCERTS
Certified.

WIDReport

Specialist Waste Incineration Directive reporting program that provides the
data in a dedicated format suitable for submission to the authortites

LCPD

Specialist power Generation reporting program that provides the data in a
dedicated format suitable for submission to the authorities. Covers reports
required under the Large Combustion Plant Directive.

Figure 1 Envirosoft Ltd - Environmental Programs
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1.2 THE CEMFORMPROGRAM

CEMForm is a PC based program, designed to operate under all Windows operating systems
Selections andinformation are available from several pages each accessed as a Windows
style 6tabbed notebook6é. Operation is perfor me

Measurement data may be displayed either as a spread sheetstyle grid or as multi -
measurand, coloured trends. Other screens allow the retrieval of diagnostics information and
calibration data where this is available.

CEMForm converts emission measurementgo the units required for most legislation
requirements i mg/m3 at reference conditions; these units are labelled as mg/Nm3. The
0 r a w b6befdrathisaconversion may be expressed in terms of ppm or simply mg/m3.

There are also special units required under the Large Combustion Plant Drective where the
data must be corrected for uncertainty, mg/Nm3C. CEMForm provides four rolling averages,
from 60 seconds to 24 hours; these may be configured as required. The program refreshes
these averages when new data becomes available.

Two alarms are provided for each measurement, for each rolling average and measurement

unit in order to help plant operator s meet the requirements of local legislation. All data is
available to display as grid of real time measurements and averages, or in graphical format.

1.3 THE CEMFORMMANUAL

This manual describes the operation and function of the CEMForm
program and explains how to use the program to display the

/ information as required.

For information concerning any of the other CEMSuite programs please refer to the relevant
documentation.
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2 SOFTWARE OPERATION

PC Requirements (minimum)

Processor: Pentium 4 or AMD Athlon equivalent

Speed: 500 MHz or better

Memory: 256 MB (DDR preferred)

Display: 1024x768 pixel resolution. 17
Hard disk: 20 GB

Modem: Required for support

Operating system: Windows 98/ME/NT/2000/XP/Vista/7

=
)

The software will operate on PCs with lesser specifications. However, some operatons involve
lengthy calculations and the time taken to perform them may become tiresome.

The software is providedon CDOROM Fr om Wi ndows expl orer
Computer 6, select the relevant drive an

Not e: | f the CD drive has been set for
should start automatically.

Once started follow the instructions on screen. The installation program creates files and
folders and provides a shortcut to start the program from the Windows Start button.

CEMSuite - InstallAware Wizard

Welcome to CEMSuite Setup

@ Collecting information Welcome to the InstallAware Wizard for CEMSuite Setup.
@ Preparing Installation
@ Installing

@ inalizing installation

®

InstallAware

Figure 2 CEMSuite Setup
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/I nstall ation continuedé

NOTE: Once theinstallationhas compl et ed, the PCb6s Borland Da
be installed /updated. CEMSuite will start this process automatically.

Borland Database Engine Installation/Upgrade

The Borland Database Engine will be installed/upgraded in the following
directory:

‘ C:\Program Files\Common Files\Borland Shared'BDE Browse...

o]

Cancel I

Figure 3 Borland Database Engine

2.2.1 USB INSTALLATION

The software may be suppliedwithaUSB6 do g laemd wi | | not *° =
being present in a USB socket. To install the dongle drivers, use Windows
Explorer to locate a sub-directory onthe CDOROMc al | ed o6 Dongl e
up this sub-directory. Double click on the file called setupdrv.exe and this will
install the dongle drivers. The CEMFormprogram will now operate normally.
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2.3 ASSOCIATED PROGRAMS

2.3.1 CEMSYNC

Envirosoftds program CEMSync s houdndliveldatasets oper
from the DSU(s). This may be seen in the task bar as the following icon:

E|

Figure 4 CEMSync Icon

The timing of the CEMSync program operations is:

1 Between 5 and 10 seconds past each minute: copy the short term live data set from
the DSU(s).
Between 10 and 25 seconds past each minute: process the above data.
At 20 past midnight, download the historic data for the previous day and completely
refresh the rolling 24 hour data set.

1
T

2.3.2 CEMSOCKET

Should there be more than one DSUpragramt he CEMSu
CEMSocket should be in operation on the task bar; it has the following icon:

&

Figure 5 CEMSocket Icon

2.3.3 CEMEDIT

Advanced operators will have the facility to edit the CEM data before it is used for official
reports. All edits are password protected and logged, and a separate instance created so that
the all original data is as stored.

Figure 6 CEMEdit Icon
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3 QUICK START GUIDE

3.1 STARTING THE PROGRAM

Start the program by double clicking the left hand mouse button on the CEMForm
icon; which should now reside on the PC desktop. Alternatively it can also be

started by pressing the Windows Start Button > Programs > Envirosoft >
adlFanL.  CEMForm

Figure 7 Desktop Shortcut
3.2 INITIAL SCREEN

After startinglitelaabp scgeam, iFoomdere®pnieaysaid e ment
groupsd with as s @are availabéedor disglay alang veith dessurement units

and rolling averages. Up to 8 trends are available on the right hand side of the screen and

Alarm, ELV and QAL2/3 details are displayed below the measurand group information.

", CEMForm

&2 Setup print I &2 Print screen I Save screen I @ Hep I [ reports DU Status 10 26 3F

Live ‘Trend | Data grid | Configration + Disg. | [~ Customscreens | Overview [~ Target deta

DSU Connected

- - = - T E] Gas - Dut 02 (0 - 25 %a(dry))
i Cwamae = [Pt o0 | i [ &) wmes o e )
__Chamnelbame | fosh  30mP  30nF  idawF s Span e 1647
35 1152 1162 97.7 mgfNm3-C J— 1000 = | Mo 139,
0.9 Lo 0.9 1.0 mafHm3-C 1000 L o s Lo
1134 1773 1788 150.5 ma/Nm3-C [— 1000 ﬁ oz 8.9
133 15.1 166 166 matn3-C  J won [ 7
0z 05 01 0.6 mfhna-C
0.8 0.8 05 0.9 ma/m3-C a
6.7 7.2 7.2 6.6 matim3-C NWAVS \/\’\f\/\W
0.3 04 04 0.3 majtim3-C H H
8 s s asmemac Averaging Information f.__—\_~;ssoree /e
7.95 959 1020 5 20
2250 2029 1956 210 %

1477 1480 1473 1490 C 15:00 16:00] 17:19
10140 10140 10140  1014.4 mhar 1050 (DTS )
ust (0 - 200 mg/Nm3-
86500 83500 83000 BYTOO Mm3jhr 250000 Line 1 €O (0 - 1000 mg/Nm3-C)
- - - . 1 TOC (0 - 150 mg/Nm3-C)

e {'Timg: 16:23
=10 12.0

lant ON [T
Validity Information Bar Chart / Simple Trend
151 16.6 T66 natme e // and Spaﬂ
i 7 — \ 5
72 72 6.6 majlim3-C y 1000 - len
04 04 0.3 ma/im3-C 150 :

33 3.5 3.4 ma/im3-C 200
9.59  10.20 9.16 “eidry]

7

A . @]
B 120 2250 2029 1958 2150 % ;2 Cinch Trend DISplay i
=IemD 147.7

1480 1473 1490 C 2m0 Time: 16:19

1014.0 10140 10140 10144 mbar 1050

| [ 86500 83500 83000 89700 Nm3jhr 250000
= = = == 1

Hl 6.2
Flow 85400
-SLI/SD
[ on = = - 5
Alams | ELvs | naL2/oaL3 |
/

Ack ‘Ln(atlnn ‘Measurand ‘nverage ‘Level |Ala Alarma ELV & QALZ/QALB = -
<—— Information ‘

Span (%)

Figure 8 Initial Screen

Each area of the screen is examined individually within this manual.

Page 10 of 48 DOC ID UM10



Software solutions for a complex environment

This area allows access to the following information and features:

Select and setup the Save the screen as a JPEG Start the Report program 7 More
required printer for use image i Filename and save information can be found in the
/ location are requested CEMPort Manual

/ Figure 9 Top Bar /]\

Displays the connection
Print the current screen status of the Data Storage
Units (DSUs)

Displays version

information, Envirosoft
contact details and a link
to open this manual in
PDF format

The Tab selection is used to move between different information pages:

Live Data Tabi Live Information Data Grid Tabi Allows
for all measurements operators to view recent
detailed averages

Live |Trend | Data gr’u:ll Configuration + Diag.

Figure 10 Tab Selection

Trend Tab i Allows operators to
view and configure trend Configuration + Diag. Tab i CEMForm
information configuration and information

Each page can be selected by leftclicking the required page.
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